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INSTALLATION INSTRUCTIONS
P22 SERIES • MILLWORK

READ AND FOLLOW ALL SAFETY INSTRUCTIONS
WARNING - RISK OF FIRE AND ELECTRICAL SHOCK. FIXTURE MUST BE INSTALLED BY A QUALIFIED ELECTRICIAN ONLY. FIXTURE IS  

INTENDED FOR INSTALLATION IN ACCORDANCE WITH THE NATIONAL ELECTRICAL CODE, LOCAL  AND FEDERAL SPECIFICATIONS. 
DISCONNECT POWER AT ELECTRICAL PANEL BEFORE SERVICING. RETAIN THESE INSTRUCTIONS FOR MAINTENANCE REFERENCE.

DO NOT EXCEED DRIVE CURRENT AS INDICATED ON LIGHT ENGINE

>12" >24"

>½"

Ceiling thickness minus ¼" (6.35 mm)

The ceiling needs to be prepared with a larger hole
cut above a smaller hole to create the timeless e�ect.

One method is to cut the larger hole in the ceiling and
the smaller hole in the laminate and place the laminate
over the hole on the ceiling.

Another method is to cut the smaller hole and create a 
larger space above it using a router.

Thickness of material around small Thru-Hole must be
¼" (6.35 mm).
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A
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B
WOOD CEILING SCOPE  ½" ~ 1 ½"

B
(ROUND)

B
(SQUARE)

2.5"
4 11∕16" x 4 11∕16"

(190 mm x 190 mm)

2 13∕16" Ø
(71 mm Ø)

2 13∕16" x 2 13∕16"
(71 mm x 71 mm)

3.5"
5 ¼" x 5 ¼"

(133 mm x 133 mm)

3 9∕16" Ø
(91 mm Ø)

3 9∕16" x 3 9∕16"
(91 mm x 91 mm)

¼"
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INSTALLATION INSTRUCTIONS
P22 SERIES • MILLWORK

READ AND FOLLOW ALL SAFETY INSTRUCTIONS
WARNING - RISK OF FIRE AND ELECTRICAL SHOCK. FIXTURE MUST BE INSTALLED BY A QUALIFIED ELECTRICIAN ONLY. FIXTURE IS  

INTENDED FOR INSTALLATION IN ACCORDANCE WITH THE NATIONAL ELECTRICAL CODE, LOCAL  AND FEDERAL SPECIFICATIONS. 
DISCONNECT POWER AT ELECTRICAL PANEL BEFORE SERVICING. RETAIN THESE INSTRUCTIONS FOR MAINTENANCE REFERENCE.

DO NOT EXCEED DRIVE CURRENT AS INDICATED ON LIGHT ENGINE

NEW CONSTRUCTION
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INSTALLATION INSTRUCTIONS
P22 SERIES • MILLWORK

READ AND FOLLOW ALL SAFETY INSTRUCTIONS
WARNING - RISK OF FIRE AND ELECTRICAL SHOCK. FIXTURE MUST BE INSTALLED BY A QUALIFIED ELECTRICIAN ONLY. FIXTURE IS  

INTENDED FOR INSTALLATION IN ACCORDANCE WITH THE NATIONAL ELECTRICAL CODE, LOCAL  AND FEDERAL SPECIFICATIONS. 
DISCONNECT POWER AT ELECTRICAL PANEL BEFORE SERVICING. RETAIN THESE INSTRUCTIONS FOR MAINTENANCE REFERENCE.

DO NOT EXCEED DRIVE CURRENT AS INDICATED ON LIGHT ENGINE

NEW CONSTRUCTION IC
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INSTALLATION INSTRUCTIONS
P22 SERIES • MILLWORK

READ AND FOLLOW ALL SAFETY INSTRUCTIONS
WARNING - RISK OF FIRE AND ELECTRICAL SHOCK. FIXTURE MUST BE INSTALLED BY A QUALIFIED ELECTRICIAN ONLY. FIXTURE IS  

INTENDED FOR INSTALLATION IN ACCORDANCE WITH THE NATIONAL ELECTRICAL CODE, LOCAL  AND FEDERAL SPECIFICATIONS. 
DISCONNECT POWER AT ELECTRICAL PANEL BEFORE SERVICING. RETAIN THESE INSTRUCTIONS FOR MAINTENANCE REFERENCE.

DO NOT EXCEED DRIVE CURRENT AS INDICATED ON LIGHT ENGINE


