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Please read and save these instructions. Read carefully before using product. Protect yourself and others 
by observing all safety information, warnings and cautions. Failure to comply with instructions could result in 
personal injury and/or damage to product or property. Please retain instruction sheet for future reference.

DO NOT CUT OR SHORTEN INFINA®. DOING SO CAN CAUSE RISK OF ELECTRICAL SHOCK.

IMPORTANT SAFETY INFORMATION

SAVE THESE INSTRUCTIONS

All electrical connections must be in accordance with local codes, ordinances and the National Electric Code.

This product operates on 24V DC; always confirm the maximum wattage of the linear strip does not exceed

the maximum wattage of the circuit it is connected to. If you are unfamiliar with methods of installing electrical wiring,

secure the services of a qualified licensed electrician.

•	 Do not cover this product as the covering may cause 
the flexible light to overheat and melt or ignite. 

•	 Do not operate with the flexible light while attached to 

plastic spool or tightly coiled. Excess heat may melt the 
spool and/or strip light. 

•	 Do not route the cord or flexible lighting cable through 

walls, doors, windows or any like part of the building 
structure.

•	 Do not use if there is any damage to the light or cord 
insulation. Inspect periodically.

•	 Do not submerge flexible light in liquids, or use the product 

in the vicinity of standing water or other liquids.

•	 Secure this flexible light using only hangers or clips provided. 
Do not secure this product with staples, nails, or like means 
that may damage the insulation or permanently attach to 
the building structure.

•	 Do not subject flexible lighting to continuous flexing.

•	 DO NOT EXCEED THE MAXIMUM FLEXIBLE LIGHT LENGTHS 
PERMITTED BY THE MARKING.

Use with CLASS2 4A driver only

ALL PICTURES SHOWN ARE FOR ILLUSTRATION PURPOSE ONLY,  ACTUAL PRODUCT MAY VARY

DL-FLEX2-LNDB: 	                   RATED 24 VOLT DC | 2.47 Watt/Foot |

                                                                                         | MAX 16 Feet | 

WARNING: RISK OF FIRE AND SHOCK

READ AND FOLLOW ALL SAFETY INSTRUCTIONS
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CAUTION
Bending the LED neon strip tighter than the speci�ed 
minimum radius/diameter can cause PCB fracture or 
damage on-board components

DO NOT TWIST OR BEND DL-FLEX2-LNDB
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TURN OFF ELECTRICITY 
at main fuse box (or circuit 
breaker box) before beginning 
installation by switching circuit 
breaker off or removing fuse. 
MIN 90º C SUPPLY 
CONDUCTORS
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SEALANT
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DL-FLEX2-LNDB
Field Shortening Instructions

ENDCAP

MASKING TAPE

24 HR
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DL-FLEX2-LNDB-MR
Plastic mounting U clip

DL-FLEX2-LNDB-BR
Plastic mounting bracket
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DL-FLEX2-LNDB-CH3
39” Aluminum Channel

DL-FLEX2-LNDB-CH-BEND-33
33 Ft. Bendable Aluminum Channel
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